LOUDOUN COUNTY SOLID WASTE MANAGEMENT FACILITY
SCADA SYSTEM
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DESCRIPTION

REV
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Sheet Description Filename
SSO COVER SHEET 09018SS0
SS1 SCADA SYSTEM SPECIFICATIONS 09018SS1
SS2 SCADA SYSTEM 1/O LISTING 09018SS2
SS3 SYSTEM LAYOUT SCHEMATIC 09018SS3
SS4 ABFOP- CONTROL PANEL LAYOUT 09018SS4
SS5 RTU NO.1 CONTROL PANEL LAYOUT 09018SS5
SS6 RTU NO.2 CONTROL PANEL LAYOUT 09018SS6
SS7 RTU NO.3 CONTROL PANEL LAYOUT 09018SS7
SS8 RTU NO.4 CONTROL PANEL LAYOUT 09018SS8
SS9 ABFOP - POWER DISTRIBUTION SCHEMATIC 09018SS9
SS10 RTU NO.1 - POWER DISTRIBUTION SCHEMATIC 09018SS10
SS11 RTU NO.1 - BASE BASE DIGITAL I/O0 SCHEMATIC 09018SS11
SS12 RTU NO.1 - EXPANSION DIGITAL I/0 SCHEMATIC 09018SS12
SS13 RTU NO.1 - ANALOG I/O SCHEMATIC 09018SS13
SS14 RTU NO.2 - POWER DISTRIBUTION SCHEMATIC 09018SS14
SS15 RTU NO.2 - BASE DIGITAL I/O SCHEMATIC 09018SS15
SS16 RTU NO.2 - ANALOG I/0O0 SCHEMATIC 09018SS16
SS17 RTU NO.3 - POWER DISTRIBUTION SCHEMATIC 09018SS17
SS18 RTU NO.4 - POWER DISTRIBUTION SCHEMATC 09018SS18
SS19 RTU NO.4 - BASE DIGITAL I/O SCHEMATIC 09018SS19
SS20 RTUNO.4 - ANALOG I/O SCHEMATIC 090185520

NOTE: IT MAY BE POSSIBLE TO COMBINE RTU-1 AND RTU-2 DUE TO PROXIMITY TO ONE
ANOTHER. IF THE CONTRACTOR PROPOSES COMBINING RTU-1 AND RTU-2 A SHOP DRAWING
SHALL BE SUBMITTED SHOWING SUCH COMBINATION FOR ENGINEERING APPROVAL.

NOTE: ADDITIONAL INFORMATION AND/OR EQUIPMENT MAY BE REQUIRED IN THE FLARE
CONTROL PANEL, FIELD VERIFY.
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